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Abstract: This paper assesses the dry -band formation and location during artificial pollution tests 10 
performed on a 4-shed 11kV insulators with conventional and textured surface design s in a clean-11 
fog chamber and with the application of a voltage ramp-shape source. The different designs present 12 
same overall geometrical dimensions but the textured ones are characterized by the application of 13 
a patented insulator surface design. Three pollution levels, extremely high, high and moderate, were 14 
considered. A new developed Matlab procedure is able to recognize automatically the perimeter of 15 
the insulator , the trunk and shed areas on infra-red recordings. In addition, using th e vertical axis 16 
identification, all trunks are subdivided into zones and into left and  right areas, increasing 17 
significantly the capability of abnormalities detection. Any temperature increase within these areas 18 
enables to detect the appearance and the extension of dry bands. The results of the analysis of the 19 
statistical location and extension development over time of the dry band s during these set of 20 
comparative tests show a clear distinction between designs and pollution levels. These results may 21 
offer interesting design guidelines for dry -band control. 22 

Keywords: insulator design ; dry  band; pollution. 23 
 24 

1. Introduction 25 

Pollution is a key aspect for high voltage insulator design and selection. Poll ution deposition 26 
and wet conditions can initiate discharge activity and can lead to fla shover and, consequently, the 27 
availability of a high-voltage transmission line is compromised. The ad option of silicone rubber 28 
insulators is justified by the ir  improved performance under polluted environment in comparison 29 
with traditional ceramic and glass insulators, and particularly when the poll ution level is severe. 30 
However, the superior performance of the composite material is compromised when discharge 31 
activity is established on the insulator area and, consequently, dry  bands appear. This activity 32 
determines a hydrophobic reduction of the silicone rubber, and if it persi sts, no hydrophobicity 33 
recovery can be initiated. Moreover, further partial arcs can initiate localized  erosion, weakening 34 
permanently the silicone rubber insulator surface, as presented in several research works [1-5].   35 

Numerous works [6- 11] have been published recently on dry band formation and pollution 36 
estimation, showing the importance of this topic . The papers [6, 7] propose an adaptive techniques 37 
to predict the contamination level increase in order to warn the utility before  reaching high levels, 38 
conditions that are favorable to extensive dry band activities. In [8 , 9] dry -band formation is studied 39 
applying controlled non uniform areas of pollution on flat samples. In [10,  11], the influence of 40 
multiple dry bands on flashover characteristics under various environmental a nd pollution 41 
conditions was investigated on rectangular silicone rubber test samples.  42 

Previous research works [12, 13] performed by the authors showed the valuable information 43 
obtained by the analysis of dry-band and infrared data. However the dry band location was not fully 44 
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automatically detected along the full insulator but always with user intervention requiring 45 
considerable amount of time. 46 

In this research work, high voltage tests have been performed on 4-shed 11kV insulators with 47 
various surface designs in a clean-fog chamber test facility applying a wide range of artificial 48 
pollution levels [14]. The more common locations of the dry bands have been identified by analyzing 49 
the infrared recordings. Further characteristics, such as extension and temperature profile, have been 50 
investigated during the time frame of the tests, applying a newly -developed algorithm. The Matlab 51 
procedure is able to identify the insulator physical boundaries, the vertical a xis and trunk sub-areas, 52 
in order to evaluate with good accuracy the extension of each dry-band and to monitor the variation 53 
of these hot zones continuously during the entire test. The series of clean fog tests have been 54 
performed adopting conventional and three textured designs. In addition, after  the application of the 55 
artificial pollution layer and a resting period of 24 hours, the equiva lent salt deposit density (ESDD) 56 
and the Non-Soluble Deposit Density (NSDD) have been determined on all selected insulator designs. 57 
The ESDD and NSDD levels can contributions to the dry band characteristics. These results confirms 58 
the interesting design advantage of texturing for dry-band control.  59 

2. Experimental Set- Up 60 

The experimental set-up adopted for this investigation is based on a clean-fog test chamber and 61 
a programmable voltage ramp-shape source to energise the insulators, previously artificially 62 
polluted. The high voltage source is provided by a Hipotronics 150kVA transformer; th e primary 63 
circuit is fed via a Paschen transformer (0-960V) providing a programmable voltage variation up to 64 
75kV. In this series of tests, the voltage control unit is set up to provide a constant rate of increase of 65 
4 kV per minute to achieve the ramp shape until flashover event; this permits to assess the insulator 66 
performance under increasing stress in a limited period of time. This methodology has been proposed 67 
by the Cardiff University research team, and it is described in detail in  [15]. Schematic diagram of the 68 
measurement set-up used in the experiment is shown in Figure 1. Previous investigations focused on 69 
evaluating the impact of fog rate and pollution level applied as ESDD an d NSDD on the insulator 70 
surface, and each test insulator was subjected to a ramp series (between 4 and 12 successive 71 
flashovers, with a 5 mins interval) . These comparative laboratory tests, based on voltage ramp shape 72 
and artificially polluted insulator in clean fog chamber, facilitated the ev aluation of the impact on 73 
withstand levels of textured design compared with plain surface insulators . A clear indication of 74 
improved flashover withstand performance of textured insulators in compari son with conventional 75 
surfaces was demonstrated in the research investigation [16].  76 

 77 

 78 
Figure 1.  Schematic diagram of the measurement set-up used in the experiment [15]. 79 
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In this work, only the first ramp was selected in order to have a uniform tempe rature distribution 80 
over the insulator surface at the start of each test. Further tests have been performed using selected 81 
constant voltage levels to observe the stability of the dry-band extension over time and the most 82 
appropriate methodology to identify the dry-band formation. 83 

The insulator designs selected for this investigation share identical axial length (175mm), trunk 84 
diameter (28mm) and shed diameter (90 mm), as illustrated in Table I. The increased creepage length 85 
offered by texturing the surface of the insulator (TT) is shown in the first column of Table I . Additional 86 
increment of the creepage length is offered in TTS design, where a logarithmic spiral double-ridge 87 
pattern is applied under the sheds. The insulator with all plain surface is , referred to in this work as 88 
conventional design, and it is labelled as CONV.  89 

TABLE I 90 
INSULATOR DESIGNS 91 

Design 

Creepage  

length 

(mm) 

Dimple size 

radius 

(mm) 

Under shed 

profile 

(mm) 

Axial  

length 

(mm) 

Trunk 

diameter 

(mm) 

CONV 375 0 0 175 28 

TT4 471 4 0 175 28 

TTS4 503 4 4 175 28 

TT6 471 6 0 175 28 

TTS6 503 6 6 175 28 

     

During the laboratory tests, video and images were recorded with a High Definition camcorder 92 
and a still camera to obtain signs of the discharge phenomena in the trunk areas. Unfortunately, the 93 
faint discharges were not clearly visible, and they could be observed only using long -time exposure 94 
techniques. Simultaneously, a FLIR A325 camera was adopted and fixed on the same tripod of the visual 95 
camera in order to achieve a close focal point between the two recordings. IR pictures were recorded 96 
using 1 Hz frame rate to minimize memory storage requirement. The IR camera offers the capability to 97 
monitor the temperature at a frequency rate up to 60 Hz and with a precision of 0.5 �qC.  These 98 
capabilities are clearly not sufficient to record the instantan eous maximum temperature of the 99 
discharge. However, the IR records can show with good precision the maximum temperature of any 100 
area of the insulator; the camera does not offer any triggering signal and only using the time stamp 101 
associated with each IR-frame recorded is possible to synchronize the temperature with all the other 102 
data recorded during the test, such as electrical parameters and visual records, with a precision of 1 ms 103 
[14]. 104 

3. Experimental Results and Dry-Band Detection Procedure 105 

A long series of laboratory tests were performed on the five insulator designs after the 106 
application of extremely high, high and moderate pollution levels, 1.15 , 0.64 and 0.42 mg/cm2 107 
respectively and a constant NSDD of 0.1 mg/cm2. 108 

In the initial tests, selected constant voltage levels were applied and some discharge activity w as 109 
identified in visual recordings only using a long-exposure digital stills camera. These small 110 
discharges were not visible in the HD digital video camera recordings but onl y in the long-exposure 111 
photo. These discharges, of the corona / streamer type, are characterized by a purple-blue color as 112 
shown in Figure 2b. The associated dry bands were localized only with the help of the IR camera, as 113 
shown in Figure 2c. The visual photos were post processed in order to enhance the spark visibility. 114 
A second type of discharges, the streamer discharges, are shown by red/orange colour crossing an 115 
extended area than that of the dry band. 116 
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(a) (b) (c) 

Figure 2. Visual frame before fog application (a), visual frame using long-exposure acquisit ion (b) and 117 
IR frame (c) during the constant voltage test on sample TT4, ESDD 0.64 mg/cm2, fog spray rate 3 l/h. 118 

The synchronized IR images present areas of increased temperature (Figure 2c ) where the visual 119 
images showed the presence of fully formed dry bands (Figure 2b). It is important to observe that no 120 
significant streamer activity is not present of the upper trunk. However, the pr esence of a dry band 121 
in each trunk is confirmed by the IR photo, with lower temperature magnitude on the uppe r one.  122 

A differential temperature between the insulator surface and the surrounding fog  along a 123 
vertical segment has been calculated for each test. After preliminary tests, using constant voltage, a 124 
fixed threshold of 5.5 °C appeared to be a quick identification method. However if this methodology 125 
would be simply applied to the all extended ramp voltage tests the results would b e not correct. In 126 
fact a lower extension of dry bands would have been detected with the temperature profile presented 127 
in Figure 3 as example. Moreover, the identification of the dry band is very time consuming if 128 
performed by the user by examining manually a significant number of frames a nd series of tests and 129 
this suggested the need for developing an automatic procedure. 130 

 131 

Figure 3. Temperature difference between the insulator surface and the surrounding fog. 132 

The maximum average temperature on the whole insulator surface during the tests and  the 133 
average values on identified areas can be evaluated from the thermal recordings. The extraction of 134 
the maximum temperature recorded during the test and the observation of its temporal variation can 135 
help to highlight only the timestamp of the spark / dry bands events but no information about their 136 
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location, size or number. These limitations suggested the authors to develop a Matlab computer 137 
procedure to acquire and process the temperature variation at different areas of the insulator. 138 
Preliminary investigations showed higher frequency of occurrence of dry-ba nd and corona discharge 139 
events on the trunks in comparison with the shed areas. Consequently, increased surface temperature 140 
or spark events appeared mainly on these areas before flashover, suggesting to limit the analysis 141 
mainly on these areas. 142 

3.1.  Computer technique for identification of dry band boundaries  143 

The precise identification of the insulator location and its perimeter on the thermal frame is a 144 
fundamental feature of the proposed analysis . The authors developed a Matlab procedure to 145 
automatically detect the profile boundary of the insulator. This procedure is based on the analysis of 146 
the small variations between the ambient air surrounding the insulator and the i nsulator surface. 147 
Since the temperature difference between the insulator and the fog is quite small at the start of each 148 
test, the automatic identification is not a trivial task. In addition, possi ble reflections on the object can 149 
cause significant error in the outline identifications. A schematic diagram of th e procedure adopted 150 
is shown in Figure 4. 151 

 152 

Figure 4. Schematic diagram of the procedure adopted 153 

The boundary detection procedure is based on a Canny Edge detection, but other algorithms, 154 
such as Sobel, Prewitt and Roberts, were also tested. The Canny algorithm showed the best accuracy 155 
when applied to this environmental condition . The two threshold levels required by the Canny 156 
algorithm are automatically selected using two key areas of the frame, assuming the left corner as 157 
representation of the fog temperature and the hotter area indicating the i nsulator position within the 158 
frame. Once the perimeter is extracted, it is subdivided in two sections, the left- and right-hand 159 
boundaries, as can be seen in Figure 4 with the red and blue colours respectively. Then, they are 160 
plotted over the frame for final acceptance by the user. As shown in Figure 5b, the boundaries are not 161 
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always identified completely, and the user can decide to modify the thres holds or introduce some 162 
corrections. However, despite some uncertainty on sheds areas, the areas of interest, the trunks are 163 
correctly identified in most cases. 164 

  

(a) (b) 

Figure 5. Automatic boundaries recognition and area selection applied to (a) a conventional  165 
and (b) a textured design. 166 

A second step of the procedure aims to identify the shed and trunk areas, since only the trunk 167 
areas are processed on the temperature analysis. The trunk surfaces have been subdivided in to three 168 
zones (a, b, c), identified by segmented white lines in Figure 5. The presence of the shed characterizes 169 
the type area a, meanwhile the type area b is located on the central area, more exposed to the fog and 170 
prone to a stronger wetting action. The remaining one, area type c, is located on the trunk near the 171 
top shed zone. 172 

Assuming the insulator always on an almost vertical position, the average of all the horizontal 173 
coordinates of the trunks permits to identify the position of the vertical axi s of symmetry, drawn on 174 
Figure 3 as a dot-dash white line. 175 

3.2. Average temperature calculation 176 

The precise identification of the boundaries of the insulator enables the extraction only of the 177 
values related to each area from the IR temperature data, neglecting any measurement related to the 178 
fog. The procedure calculates the average temperature of each area for each frame. This permits to 179 
identify different trends related to the design. Figure 6 shows the two end-fitting are as during the 180 
whole test for a conventional and a textured TT4 insulators.  181 

In the first two minutes, the fog formation determines a cooling effect on the i nitial period. After, 182 
a steady increase in dry-band extension is observed as the voltage and current increase. The polluted 183 
insulator previously stored at laboratory temperature is placed in the fog chamb er where, as the test 184 
begins, the fog cools the insulator surface until the discharge activity heats up the surface.  185 

In particular, the temperature of area 5 which is the trunk close to the ground termination is 186 
observed to increase in many tests of the conventional design. The increment of temperature in the 187 
graph confirms the presence of a dry band and discharge activity. This trend is not followed for the 188 
textured design, indicating no significant activity in this area. The area 1, which is the trunk area close 189 
to the high voltage termination, shows no discharge activity for both designs. 190 
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(a) (b) 

Figure 6. Average temperature of end-fitting areas during the whole test, on (a) conventional  191 
and (b) textured TT4 insulators. 192 

Figure 7 shows the average temperature of each zone of the three trunk areas for a TT4 design, 193 
with a pollution level of 0.64 mg/cm 2. The temperature trends are aggregated in two subplots to 194 
facilitate the comparison between the left and the right-hand areas. The comparison between left and 195 
right areas confirms that the artificial pollution has been applied correctly to achieve uniform ESDD 196 
on the surface and no significant variation is observed. 197 

From the plots, the different temperature trends are clearly visible for zone a, suggesting that 198 
the formation of dry  bands is facilitated by the presence of the shed, shielding the wetting on this 199 
zone. Another clear indication from the average temperature of subareas is that the sub-area c 200 
presents always the lowest average temperature in each trunk. This suggests that the wetting is 201 
enhanced in the other two sub areas, meanwhile in the area closer to the shed, the wetting is slightly 202 
reduced, creating better conditions for dry-band formation. 203 

It is noted that the textured design tends to initiate dry bands on all the thre e areas, creating a 204 
more uniform distribution. This is not observed on the conventional design, exhibiting a more 205 
localized formation, as shown in the Appendix on Figure A1. In fact, t he middle trunk, area 3, does 206 
not show any significant increment, meanwhile the other two trunks show temperature  increments 207 
in zone a. A rapid increase in temperature at around 5 to 6 minutes before the flashover event is 208 
observed. 209 
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 210 
Figure 7. Average temperature of right and left trunk areas during the whole test . 211 

3.3. Dry-band analysis 212 

Another useful indication is the localization and progression of any d ry band during the test. 213 
The identification of dry bands using a fixed selected threshold can be detected not correctly, as 214 
described in the temperature profile reported in Figure 3. In addition, using a v ariable level function 215 
only on the first IR frame is still not always applicable because of the cooling trend by the fog, as 216 
described previously. 217 

The proposed algorithm of dry band detection is based on identifying the poin ts/area where the 218 
minimum average value is exceeded within the trunk zone. This permits to t ake into account any 219 
cooling effect in the initial period or overall variation not caused b y a localized event. Each dry band 220 
width is then evaluated calculating the average temperature of each left- and ri ght-hand horizontal 221 
row of data given by the individual IR pixels. If these values exceed the threshold, the row is flagged 222 
and counted. The total dry band extension along the vertical axis for each frame is calculated 223 
converting the number of pixels in mm, given the distance between the ter minals of the insulator ; 224 
and in this case, it is equal to 175 mm.  225 

The sum of all dry  band extensions along the insulator axis for all the duration of t he test (Design 226 
CONV, ESDD 0.64 mg/cm2, fog rate 3 l/hr) is presented in Figure 8. An analogue test using a lower 227 
pollution level (ESDD 0.42 mg/cm2) is shown in the appendix as Figure A3.  228 
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 229 

Figure 8. Cumulative dry-band extension on all the trunks. Ramp-test: Design CON V, ESDD 0.64 230 
mg/cm2, fog rate 3 l/hr. 231 

In order to gain deeper understanding of the growth of each dry-band, the calculated dry band 232 
location and duration were plotted on a single graph taking advantage of the contour facility 233 
introducing time as the x-axis value, the vertical position as the y-axis value and the temperature of 234 
the dry-band as the colour level. In addition, the last frame of the IR image is automatically cropped 235 
according to the identified boundaries and rescaled along the vertical axis of symmetry, facilitating 236 
the user to localize the dry band on the insulator. The resulting plot is shown in Figure 9.  This graph 237 
offers a valuable overview of the full test since each dry band width is prese nted as function of time 238 
and as its dry band temperature range. The graph allows the comparison of the dry band temperature 239 
distributions for specific design very readily. The  individual  dry  band extension function of time and 240 
dry  band temperature range for a conventional design (Figure 9a) and textured TT4 insulator (Figure 241 
9b) are also presented. 242 

 

(a) 
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(b) Figure TT4 

Figure 9. Dry  band extension as function of time and dry band temperature range for a (a) 243 
conventional design and (b) textured TT4 insulator examples. 244 

4. Discussion 245 

In order to estimate the effect of the design on the dry band dimensions, the total dry band 246 
extension of the selected designs for a given ESDD and fog spray rate were plotted on the same graph, 247 
as shown in Figure 10. The graph shows a selection of calculated dry band extensions for all 4 248 
insulator designs with an applied pollutant on the surface equal to ESDD 0.64 mg/cm2, and a fog 249 
spray rate equal to 3 l/h. It is clear that the conventional design exhibits dry  band formation much 250 
earlier than textured insulators. As early as after 1 minute, the conventional (CONV) samples start to 251 
develop dry  bands which continue to extend with increasing applied voltage. Th is trend is 252 
significantly delayed on textured ( TT) samples, where the total dry  band length starts to be significant 253 
only after 4 min. The curves before flashover shows different trends, in fact the dry band dimensions 254 
on the TT6 design increases sharply, whereas  for TT4 and TTS4 a delayed increase and a lower 255 
maximum width is observed before the flashover event. If the analysi s was limited to only flashover 256 
voltage levels, the test results would have not highlight any other det ails such as the clearly visible 257 
differences in this graph [10]. This suggests that the new procedure can offer a valuable tool to 258 
analyze and compare the insulator performance under pollution.  259 
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 260 

Figure 10. Comparison of the dry-band extension on all the trunks for the five designs, ESDD 0.64 261 
mg/cm2, fog spray rate 3 l/h. 262 

5. Conclusions 263 

The paper presented a novel procedure to assess the formation and to identify the location of 264 
dry bands based on the automatic identification of selected areas and the calculation of the associated 265 
average temperature. In particular, the division of sub zones and left and ri ght areas, increase the 266 
detection capabilities from the IR recordings.   267 

The proposed methodology has been applied on artificially polluted insulator surfa ce under a 268 
ramp-shape voltage test in clean-fog chamber and the results of the analysis show that the two 269 
features are clearly function of the insulator surface design and the pollution level  applied to the 270 
insulator surface (ESDD). The automatic identification of the insulator bounda ries allows an accurate 271 
estimation of the average local temperature, disregarding any area related to the surrounding 272 
environment. In addition, the choice of selected area on the trunks permits to take into account the 273 
presence of the sheds that can perturb the wetting action of the fog. The evaluation of local average 274 
temperature on symmetrical areas along the vertical axis permits to confirm the correct uniform 275 
application of pollution layer and to warn about possible localized defec ts on the surface. 276 

Pollution level is one of the most important parameters in the insulator design selection. Any 277 
increased discharge activity caused by pollution on specific insulator design af fects the life 278 
expectancy, which is a key parameters that network operators have to asses in the adoption of a new 279 
design. Since, one of the major causes of degradation is caused by continuous discharges on the 280 
polymeric insulator surfaces, this proposed new procedure based on the analysis of IR video 281 
recording and on the spatial and time characterization of dry band ma y provide indication of the 282 
selection of the most appropriate surface design to maximize the insulator life extension.  283 

The results show it is possible to estimate the location, extension and development over time of 284 
the dry bands and these features offer good indications to select appropriate design for dry-band 285 
control. 286 
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Appendix A 291 

The appendix A shows an example of ramp test performed on insulator design CONV, with 292 
applied pollution of ESDD 0.42 mg/cm 2 and a fog rate 3 l/hr. Figure A1 and A2 shows the average 293 
temperature of main trunk and top and lower trunk areas during the whole test respectivel y. Figure 294 
A3 shows the total dry-band length computed for the same selected test. Figure A4 shows the Dry 295 
band development on each trunk as maximum temperature profile on a 3D plot versus time and 296 
vertical axis position. 297 

 298 
Figure A1. Average temperature of main trunk areas during the whole test (Left and right zones).  299 
Design CONV, ESDD 0.42 mg/cm2, fog rate 3 l/hr. 300 
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 301 

Figure A2. Average temperature of top and lower trunk areas during the whole test (Left and right 302 
zones). Design CONV, ESDD 0.42 mg/cm2, fog rate 3 l/hr. 303 

 304 

Figure A3. Total dry band length. Ramp-test: Design CONV, ESDD 0.42 mg/cm2, fog rate 3 l/hr. 305 
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 306 

Figure A4 . 3D representation of dry  band development on each trunk. Ramp-test: Design CONV,  307 
ESDD 0.42 mg/cm2, fog rate 3 l/hr. 308 
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